JAYO CONTRACTORS INC.

10564 W. BUSINESS PARK LANE

BOISE, ID 83709

OFFICE: 208-322-3664   FAX: 208-322-3664
PARAMOUNT PARKS AT FAIRFIELD ASSISTED LIVING

THE GENERAL CONTRACTORS SPECIFICATIONS FOR THE SCOPE OF WORK TO BE PERFORMED, NO EXCLUSIONS.
DESCRIPTION: LOW VOLTAGE SYSTEMS
SPECIFICATIONS:

1. INCLUDES THE INSALLATION OF A COMPLETE NURSE CALL SYSTEM AS PER PLANS AND SPECS, INCLUDES INTERCOM SYSTEM AND AUDIO. NURSE CALL SYSTEM TO INCLUDE REMOTE PAGER SYSTEM WITH PAGERS PROGRAMMED TO ALL ROOMS AND EXITS. SYSTEM TO INCLUDE NURSE CALLS AND EMERGENCY PULL CORDS AT RESIDENT ROOMS / BATHROOMS, SPA ROOMS, AND SHOWER ROOMS. THE INTERCOMS SYSTEM TO HAVE THE CAPABILITY TO TALK TO THE RESIDENTS ROOMS FROM THE NURSE STATION AND THE RESIDENTS ABLE TO RESPOND HANDS FREE. THE INTERCOM SYSTEM MUST BE ABLE TO ADDRESS ALL COMMON AREAS WITH OVERHEAD SPEAKERS AND MUST HAVE A AUDIO SYSTEM FOR PLAYING MUSIC THROUGH OUT THE COMMON AREAS. THE SYSTEM MUST INCLUDE A LIGHTED DOOR MONITORING PANEL AT THE NURSE STATIONS. NOTE THAT THE DOWN STAIRS AND UPSTAIRS NURSE STATIONS WILL BOTH NEED TO HAVE THESE CAPABILITIES BUT ONLY ONE MUSIC / AUDIO SYSTEM WILL NEED TO BE INSTALLED FOR ALL LEVELS LOCATED AT THE UPSTAIRS NURSE STATION.

2. INCLUDES INSTALLING A COMPLETE DOOR MONITORING SYSTEM FOR EXTERIOR AND INTERIOR FIRE DOORS TIED IN WITH FIRE ALARM AND NURSE CALL SYSTEM. NOTE THAT A-Z WING / UNITS WILL HAVE SPECIAL REQUIREMENTS, THIS INCLUDES LOCKED DOWN DOORS WITH KEY PAD ENTRY.

3. NOTE THAT FENCE / GATES AT A-Z COURT YARD WILL NEED TO BE MONITORED AND TIED IN WITH FIRE ALARM AND NURSE CALL SYSTEM. 

4. INCLUDES INSTALLING A COMPLETE FIRE ALARM SYSTEM AS PER PLAN, WITH MONITORING SYSTEM.

5. INCLUDES INSTALLATION OF COMPLETE CABLE T.V. SYSTEM.

6. INCLUDES INSTALLATION OF COMPLETE TELEPHONE SYSTEM.

7. INCLUDES ALL CLEAN UP RELATED TO SUB-CONTRACTORS WORK DEPOSITED INTO DESIGNATED LOCATION. 

8. INCUDES MATERIALS AND INSTALLATION OF FIRE PUTTY AND FIRE CAULK ALONG WITH METAL WIRING SLEEVES AS REQUIRED BY CODE FOR RATED WALL PENATRATIONS AND ASSEMBLIES, INCLUDES ATTIC SPACE.

9. INCLUDES SUPPLYING GENERAL CONTRACTOR WITH RED LINED PLANS CONTAINING AS BUILTS IF ITEMS ARE TO BE CHANGED FROM ORIGINAL PLANS. THE PLANS ARE TO BE SUPPLIED WITHIN 30 DAYS OF COMPLETION OF THE PROJECT.

10. INCLUDES INSTALLING ALL WIRING CONDUIT ASSOCIATED WITH THE SCOPE OF WORK AND SLEEVES AS NEEDED UNDER PAVEMENT AND CONCRETE FOR FUTURE INSTALLATIONS OF WIRING  / CONDUIT.

11. INCLUDES THE INSTALLATION OF WATER PROOF FLASHINGS FOR ROOF AND WALL PENATRATIONS OR FOR EQUIPMENT AS NEEDED.

12. INCLUDES A FINAL WALK THROUGH WITH THE JOB SUPERVISOR AND THE FACILITY ADMINASTRATOR TO EXPLAIN WARRANTY PROGRAM, SYSTEM FUNCTIONS AND TROUBLE SHOOTING. INCLUDES COMPLETE TRAINING AND INSTRUCTION FOR MANAGEMENT AND STAFF.

13. INCLUDES SUPPLYING LOW VOLTAGE HARDWARE NEEDED FOR THE LOW VOLTAGE WIREING OF THE PUSH BUTTON AUTOMATIC WHEEL CHAIR ACCESSIBLE ENTRY DOORS.

14. INCLUDES THE INSTALLATION OF LOW VOLTAGE STRUCTURED CABLING AS PER ATTACHED PROPOSAL SPECS.

THE SUB-CONTRACTOR AGREEMENT INCLUDES BUT IS NOT LIMITED TO THE ITEMS ABOVE, THE SUB-CONTRACTOR UNDERSTANDS THE ALL ITEMS MUST BE AS PER PLAN, AND SPECS, AND MUST MEET LOCAL BUILDING CODE REQUIREMENTS UNLESS NOTED OTHERWISE.

